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NOTE:

1. SERVICE TO BE EXTENDED 10' BEYOND PROPERTY LINE WHERE SIDEWALK IS PLANNED.

10'-0" MINIMUM FROM PROPOSED GRADE TO INVERT
(EXCEPT WHERE SEWER MAIN IS SHALLOWER THAN 10')

4"X4"X10' MINIMUM SIZE WOOD POST, AND 6' LONG METAL
POST (1 LB./FT. MIN) INSTALLED VERTICALLY AT END OF
SERVICE. (TOP OF EACH TO BE 1' ABOVE GROUND)

PROPERTY LINE
EXISTING OR
PROPOSED GRADE

AIRTIGHT
P.V.C. CAP

1/4" PER FOOT SLOPE UNLESS
SPECIFIED OTHERWISE

SDR 26 P.V.C. (D.I.P. SERVICE PIPE
WHEN DEPTH EXCEEDS 30 FT.)

SANITARY
SEWER MAIN

METAL
POST

SANITARY
SEWER
MAIN

WYE

SANITARY SEWER SERVICE
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