
1'
MIN.

FLAT BOTTOM TRENCH
EXCEPT ROUNDED AT
BELL ENDS OF PIPE

SUITABLE SUBGRADE MATERIAL (GRANULAR
3149.2B OR STABILIZING AGGREGATE
3149.2C) AS DETERMINED BY THE ENGINEER
(MIN. 6" GRANULAR MATERIAL BELOW PIPE)

INSITU SUBGRADE

BACKFILL WITH GRANULAR MATERIAL
(3149.2F) TO TOP OF PIPE, COMPACT IN
6" MIN. LIFTS WITH A MIN. OF 2 PASSES
WITH J-TAMPER OR APPROVED EQUAL

NOTE:

1. APPLIES TO ALL SIZES OF PVC AND HDPE AND 8" OR GREATER RCP AND DIP.

O.D.

O.D. + 3' MAX.

PIPE BEDDING
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